
CENTRAL ELECTRICITY AUTHORITY
 G O & D WING

 OPERATION PERFORMANCE MONITORING DIVISION

RECOMMISSIONNING OF THERMAL/NUCLEAR UNITS AS:    01-Sep-2026 Sub - Report 14

Station Unit No.

Date& Time of Maintenance

DD/MM/YYYY HH24:MM

Expected/sync Date of Return

DD/MM/YYYY HH24:MM

Reasons/Present Status

1 2 4 5 6

Capacity(MW)

3

ROPAR TPS 6 210.0 9/1/26, 7:16AM FURNACE FIRE OUT /FLAME FAILURE

DHOLPUR CCPP 1 110.0 8/25/26, 10:52PM Low system demand/ costly fuel

DHOLPUR CCPP 2 110.0 8/25/26, 10:57PM Low system demand/ costly fuel

ANTA CCPP 1 88.71 8/31/26, 11:14PM CONSERVATION OF MAIN FUEL/RSD

ANTA CCPP 3 88.71 8/31/26, 11:14PM CONSERVATION OF MAIN FUEL/RSD

SHREE CEMENT LTD TPS 3 19.0 9/1/26, 3:00AM RSD/LOW SCHEDULE

SHREE CEMENT LTD TPS 4 19.0 9/1/26, 3:00AM RSD/LOW SCHEDULE

SHREE CEMENT LTD TPS 5 6.0 9/1/26, 2:46AM RSD/LOW SCHEDULE

OBRA TPS 10 200.0 9/1/26, 7:40PM FURNACE DRAFT ABNORMAL

OBRA TPS 12 200.0 8/31/26, 10:19PM FURNACE DRAFT ABNORMAL

OBRA TPS 13 200.0 8/28/26, 8:03PM SUPER HEATER ZONE DAMAGED

UNCHAHAR TPS 4 210.0 9/1/26, 4:24PM WET / POOR QUALITY COAL

MEJA STPP 2 660.0 8/28/26, 8:56AM TURBINE MISC.

GHATAMPUR TPP 2 660.0 9/1/26, 1:12PM FURNACE FIRE OUT /FLAME FAILURE

DADRI (NCTPP) 1 210.0 8/29/26, 10:37AM RSD/LOW SCHEDULE

DADRI (NCTPP) 2 210.0 8/29/26, 10:17AM RSD/LOW SCHEDULE

DADRI (NCTPP) 3 210.0 8/29/26, 9:37AM RSD/LOW SCHEDULE

DADRI (NCTPP) 4 210.0 8/29/26, 10:01AM RSD/LOW SCHEDULE

AURAIYA CCPP 1 111.19 8/31/26, 11:15PM CONSERVATION OF MAIN FUEL/RSD

AURAIYA CCPP 2 111.19 8/31/26, 11:08PM CONSERVATION OF MAIN FUEL/RSD

AURAIYA CCPP 3 111.19 8/31/26, 11:09PM CONSERVATION OF MAIN FUEL/RSD

AURAIYA CCPP 4 111.19 8/31/26, 11:17PM CONSERVATION OF MAIN FUEL/RSD

DADRI CCPP 1 130.19 8/31/26, 11:09PM CONSERVATION OF MAIN FUEL/RSD

DADRI CCPP 4 130.19 8/31/26, 11:10PM CONSERVATION OF MAIN FUEL/RSD

DADRI CCPP 5 154.51 8/26/26, 11:30PM CONSERVATION OF MAIN FUEL/RSD

DADRI CCPP 5 9/1/26, 5:18PM GT - GOVERNING SYSTEM PROBLEM

KORBA STPS 7 500.0 8/26/26, 10:50PM BOILER INSPECTION/ RE-CERTIFICATION

NAWAPARA TPP 2 300.0 9/1/26, 9:13AM GEN. TRANSFORMER TRIPPING/ DAMAGED

SURAT LIG. TPS 1 125.0 8/5/26, 1:15AM BOILER OVERHAUL/ ANNUAL MAINTENANCE
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RATNAGIRI CCPP 4 213.0 8/27/26, 1:08AM GT- LOW SYSTEM DAMAND

RATNAGIRI CCPP 5 213.0 8/27/26, 2:27AM GT- LOW SYSTEM DAMAND

RATNAGIRI CCPP 6 237.54 8/27/26, 2:21AM GT- LOW SYSTEM DAMAND

RATNAGIRI CCPP 7 213.0 8/27/26, 1:36AM GT- LOW SYSTEM DAMAND

RATNAGIRI CCPP 8 213.0 8/27/26, 12:45AM GT- LOW SYSTEM DAMAND

RATNAGIRI CCPP 9 237.54 8/27/26, 1:28AM GT- LOW SYSTEM DAMAND

AMRAVATI TPS 5 270.0 8/21/26, 12:00PM DEAERATOR PROBLEM

RAICHUR TPS 2 210.0 9/1/26, 8:47AM TURBINE VIBRATIONS HIGH

NORTH CHENNAI TPS STAGE 1 1 210.0 8/31/26, 2:10AM REHEATER TUBE LEAKAGE

OPG Power Generation Private Limited 3 80.0 9/1/26, 5:00PM MILLING SYSTEM /RC FEEDER PROBLEM

YADADRI TPS 3 800.0 9/1/26, 4:34PM WATER WALL TUBE LEAKAGE

BARAUNI TPS 9 250.0 8/26/26, 11:22AM
MAINT./REPLACEMENT OF BRUSHES/SLIP
RINGS

TENUGHAT TPS 2 210.0 9/1/26, 10:40AM ELECTRICAL MISCELLANEOUS PROBLEMS

Maadurga Thermal Power Company
Ltd.

1 30.0 9/1/26, 7:37AM GRID MISCELLANEOUS

Maadurga Thermal Power Company
Ltd.

2 30.0 9/1/26, 7:37AM GRID MISCELLANEOUS

AGARTALA GT 1 21.0 9/1/26, 12:00AM Fuel Shortage

AGARTALA GT 2 21.0 9/1/26, 12:00AM MINOR MAINTENANCE WORKS

AGARTALA GT 3 21.0 9/1/26, 12:00AM Fuel Shortage

AGARTALA GT 5 25.5 9/1/26, 12:00AM Fuel Shortage

NAMRUP CCPP 8 36.15 8/27/26, 9:32AM BOILER MISC. PROBLEM

KATHALGURI CCPP 1 33.5 9/1/26, 12:00AM MISC. SHORT DURATION MAINTENANCE

Total 8981.30

Report Version :-

Remarks:-
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